The increasingly stringent requirements for wastewater treatment enforce the adoption of technologies that reduce pollution and minimize waste production. By combining the typical activated sludge process with membrane filtration, biological membrane reactors (MBR) offer great technological potential in this respect. The paper presents the principles and effectiveness of using an MBR at the Głogów Małopolski operation. Physicochemical tests of raw and treated wastewater as well as microscopic analyses with the use of the FISH (fluorescence in situ hybridization) method were carried out. Moreover, the level of electric energy consumption during the operation of the wastewater treatment plant and problems related to fouling were also discussed. A wastewater quality analysis confirmed the high efficiency of removing organic impurities (on average 96% in case of BOD 5 and 94% in case of COD) and suspension (on average 93%).
INTRODUCTION
Biological membrane reactors (MBR) are among the most modern and most dynamically developing wastewater treatment technologies. The MBR process is considered the best available technology. It was used for the first time in the USA in the late 1970s, and in Japan in the early 1980s [WITKOWSKA 2009b ]. In Poland, membrane bioreactors were first used on a larger scale in 2013, after the modernization of a wastewater treatment plant in the town of Rowy on the Baltic shore, and in 2015 in Głogów Małopolski. The MBR technology is a more modern and advanced version of the activated sludge process. The main difference is the replacement of the secondary clarifier, which is typically used in traditional wastewater treatment operations, with a membrane module [KONIECZNY 2015] . Municipal wastewater is treated in bioreactors by ultrafiltration (UF) and microfiltration (MF) membranes with pore sizes of 0.001-0.1 and 0.1-10 μm respectively [LE CLECH et al. 2006] . By applying pressure, the water solution, the solvent, dissolved substances with low molecular weights and colloidal substances permeate the membrane, whereas other substances are captured in the reactor [KONIECZNY 2015] . The membrane module can operate as an independent device or as a module submerged in the bioreactor [NG, KIM 2007] . High efficiency characterizes submerged hollow fiber membrane modules, which consist of module heads and bundles of fibers with a length of 1.5-2.0 m. Typically, polyvinylidene fluoride (PVDF) polymer fibers are used, with pore diameter of 0.03-0.04 μm. The most frequently used module configuration is the curtain module, which contains 4 to 12 fiber sheets. The filtration process is carried out from the outside to the inside by using light underpressure, which is created by a filtrate pump [SHENG 2011] .
Due to the prolonged presence of activated sludge in the reactor, and the stopping of multi-particle compounds by the membrane, it is possible to reduce BOD 5 , COD and some biogenic salts as well as to remove microimpurities that are otherwise resistant to biodegradation, such as pharmaceuticals, pesticides and hormonal substances. This process is favoured by long sludge age, which stimulates the growth of specific, slowly-multiplying bacteria capable of eliminating these compounds [KONIECZNY 2015; WIT-KOWSKA 2009a] .
Compared with conventional activated sludge reactors, membrane bioreactors are characterized by very high efficiency of phase separation, high effluent quality (physicochemical and microbiological), smaller capacity of the reactor due to using higher sludge concentrations, and a smaller amount of surplus sludge [HERMANOWICZ 2011; JUDD, JUDD (eds.) 2011; MELIN et al. 2006] . Moreover, the MBR process causes the physical disintegration of wastewater, which makes it possible to reuse the permeate and increases the efficiency of additional chemical disinfection [GRANT et al. 2012] .
High biomass concentration (reaching 35 g•dm -3 ) obtained in membrane reactors contributes to the effectiveness of wastewater treatment, but simultaneously leads to technical problems. The most important among them is membrane fouling. During the filtration process, sludge forms deposits on the external surface of the membrane, which reduces its efficiency. Fouling is influenced by factors such as the size of sludge flocs, biomass concentration, and the presence of dissolved biopolymer suspension, which is adsorbed on the surface. Biofouling is equally important and difficult to counter. It is caused by the growth of microorganisms within the membranes, which can result in their irreversible damage. Once bacteria deposit on the membrane, they multiply and secrete extracellular polymeric substances (EPS), which are responsible for the formation of biofilms on the membrane surface. The type, rate of growth and amount of microorganisms depends on temperature, pH, the concentration of dissolved oxygen, the presence of sunlight, nutrients and the type of membrane polymer [BODZEK 2012] . Biofouling leads to higher pressure requirements, and consequently higher operating costs [ULMAN et al. 2013] .
The aim of this paper was to present the effectiveness of membrane processes on the basis of a wastewater treatment plant in Głogów Małopolski. Samples of raw and treated wastewater, as well as wastewater from the bioreactor, were analysed. Tests were carried out to measure chemical pollution, sludge microscopy and the consumption of electric energy. Exploitation problems related to fouling were also discussed.
MATERIALS AND METHODS
The Membrane Wastewater Treatment Plant in Głogów Małopolski has been designed to accommodate the average daily inflow of Q dav = 5 000 m , and population equivalent PE = 25 000. Domestic wastewater mixed with some industrial wastewater is irregularly fed to the plant by means of gravitational and pressure sewer systems, and subsequently directed onto the process line to be treated (Tab. 1). 28 samples of raw and treated wastewater were collected on average monthly basis between January 2016 and September 2018, and subjected to physicochemical analyses. The results of tests were shared by the Głogów Małopolski plant, and the subsequent tests were done in the laboratory of Wrocław University of Environmental and Life Sciences. The samples of raw and treated wastewater were also subjected to tests of total organic and inorganic carbon (TOC/TIC). The measurements were made with Sievers InnovOx TOC analyzer. Table 2 shows the methods and norms for the individual parameters for which indicators of pollution were taken. In order to evaluate the condition of activated sludge at the MBR plant, an additional microscopy of activated sludge was performed for samples collected from the SBR and MBR reactors. First fresh sludge was stained with LIVE/DEAD [Thermo Fisher Scientific undated] reagent in accordance with the producer's protocol, and later the sludge was preserved for further analyses with 4% paraformaldehyde.
To analyse the samples with the FISH (fluorescence in situ hybridization) method, Amann's standard protocol was used [AMANN et al. 1995] . The following hybridization probes were used: EUB338 (universal oligonucleotide probe, which covers 90% members of the domain Bacteria); NSO1225 for identifying AOB (ammonia oxidizing β-proteobacteria); and PAO462 for identifying polyphosphate-accumulating bacteria, labeled with 6-carboxyfluorescein (6-FAM) dye.
OPERATIONAL CONDITIONS OF THE MBR SYSTEM
For a membrane filtration system to function correctly, it is necessary to ensure the proper pretreatment. In the water treatment plant under analysis here, pretreatment is carried out by means of a mechanical bar screen and two grit separators, which stop solid debris (rags, sand) and fats. The mechanically treated wastewater gravitationally flows to the sequencing chambers of the bioreactors (SBR 1 and SBR 2), and later is directed onto the MBR installation. Photo 1 shows SBR and MBR reactors. The main operational monitoring items that are checked daily at SBR reactors are: dissolved oxygen, redox potential, activated sludge concentration, pH.
The functioning of the membrane installation is based on automatic, cyclical occurrence of the filtration phase (sucking in wastewater and carrying treated effluent) alternating with the relaxation or backflush phase, which uses the treated effluent to flush the membranes. Throughout the working time of the membrane installation, it is continuously cleaned by means of intensive aeration and continuous sludge recirculation, which prevents excessive density of sludge in the membrane chamber. The automatic installation periodically initiates a cycle of chemical cleaning of the membranes (with citric acid and sodium hypochlorite), adding small amounts of chemicals during the backflush process. The ultrafiltration system consisting of capillary fibers with pore diameter of 0.04 μm ensures efficient separation of effluent and maintains activated sludge concentration at up to more than 10 g•dm -3 . The effluent is subsequently channeled by pressure to the permeate tank, and then gravitationally flows to the reception tank. Concentrated activated sludge is channeled back to the MBR chambers (sludge recirculation). Replacing traditional sedimentation and decantation with an MBR installation ensures that activated sludge is separated from effluent, which practically eliminates suspension in effluent.
RESULTS AND DISCUSSION

EFFLUENT WATER QUALITY
The membrane technology reliably removes not only suspended solid ingredients, but also other wastewater pollutants. Table 3 shows the achieved physicochemical parameters of raw and treated wastewater, and the degree of pollutants reduction in the MBR reactor. Statistical analysis confirmed high efficiency of treatment and showed, based on coefficient of variation, that only single probes deviate from the regulations ( Table 4 ). The concentration of total organic carbon for sample from 21 IV 2017 was 71.4 and 11.1 mg C•dm -3 for raw and treated wastewater respectively. Whereas total organic and inorganic carbon concentration for treated wastewater was 46.2 mg C•dm -3 and exceeded the regulation established at 30 mg C•dm -3 . The effectiveness of the analyzed pollutants removal was greater than the requirements specified in the "Order of the Minister of Environment on the conditions to be met when introducing wastewater into water or soil, and on substances particularly harmful to the aquatic environment" [Rozporządzenie… 2014 ]. In the permeate sample, the total concentration of organic carbon, which measures the amount of organic compounds, was seven times lower than in the raw wastewater and the permeate sample was clear and suspension-free liquid. Turbidity of treated wastewater, based on three analyses, did not exceed 0.7 NTU. As a consequence of low turbidity permeate can be used for technological purposes, which results in water savings.
Comparing the results to the second membrane treatment plant operating in Poland in Rowy, the reduction rate was smaller in Głogów Małopolski WWTP. The average percentage reduction of pollutant loads for sewage treatment plants in Rowy, in summer (with a load of Q dmax = 6 369 m 3 •d -1
) for BOD, COD, suspension, total nitrogen and phosphorus was 99, 94, 99, 85, and 98% respectively [PIASKOWSKI 2015 ]. However, it should be taken into account that the results given in the publication refer to the 6-month working period of the treatment plant. According to the Order of the Minister of Environment, a certain number of samples may not meet the requirements, but it is sometimes worth considering results that deviate from typical values. The test results confirmed treatment effectiveness at the plant, although in one sample (of 5 VII 2016) it was observed that the concentration of total phosphorus, COD and suspension was higher, while the other parameters were lower, especially BOD 5 (22 mg•dm -3 , with typical values exceeding 100 mg•dm -3 ). This result significantly influenced statistical analysis, which can be observed in Table 4 . The coefficient of variation for total phosphorus was 267.3 and 78.5 mg•dm -3 for raw and treated wastewater respectively, which reflected the heterogeneity of the parameter. Total phosphorus defines the sum of orthophosphates, polyphosphates and organophosphorus compounds, which are released into the environment through the decomposition of living organisms. The concentration of orthophosphates in raw wastewater oscillated between 5.4 and 27.0 mg P•dm -3 , and was within the range typically observed in domestic wastewater [CHMIELOWSKI et al. 2016] . Its concentration rose significantly only in July. The presence of increased phosphorus levels could result from the inflow of rainwater sewage, which was connected with higher concentration of suspension, COD and BOD 5 in the raw wastewater. However, it is more probable that the increase was caused by polyphosphates, which are used in synthetic laundry detergents, among others. The observed elevated levels could be explained by the presence of an industrial facility producing fabric and non-woven fabrics in the proximity. When total phosphorus concentration in raw wastewater reached 285 mg P•dm -3 , an increased concentration of phosphorus was also observed in treated wastewater. In this case, it is recommended to monitor the inflow of industrial wastewater, in particular in regard to total phosphorus, whose presence could result in increased eutrophication of the reception tank.
CONDITION OF THE ACTIVATED SLUDGE
An important aspect of the functioning of a water treatment plant is the condition of the activated sludge, which determines the efficiency of the treatment process. To assess it, a microscopy of sludge samples from the SBR and MBR reactors was performed. A majority of organisms from both sources fluoresced green, which indicates high vitality of microorganisms. The sludge was not overgrown with filamentous bacteria, and sludge flocs contained protozoa, which demonstrates good condition of the sludge (Photo 2).
Using the FISH method it was possible to identify AOB bacteria, characteristic for the first nitrification phase (Photo 3) and phosphate-accumulating bacteria (PAO) -Photo 4. PAO bacteria accumulate excess phosphorus in the form of polyphosphate in the aerobic conditions. In anoxic conditions phosphorus and nitrogen could be removed simultaneously by one group of heterotrophic microorganisms because PAO bacteria utilize nitrate or nitrite as an electron acceptor instead of oxygen [ŻUBROWSKA--SUDOŁ, CYGANECKA 2008] . While nitrifying bacteria are a common phenomenon in biological wastewater treatment, the presence of PAO bacteria increases the effectiveness of biological phosphorus removal. Lowering phosphorus in treated sewage contributes to reducing the eutrophication of water [GALAS, PIEKARSKA 2013] . Unfortunately, in the sample from 5VII2016 in which the concentration of phosphorus in the raw wastewater was very high, the permeate sample did not meet the requirements either. 
ELECTRIC ENERGY CONSUMPTION
The individual consumption of electricity for the operation of the treatment plant depends on many factors, mainly on the aeration process related to the operation of the pumps, choice of treatment technology, extent of automation and membrane used [RIEGER et al. 2012] . In the membrane system using hollow fiber membranes an average 36% of total energy was used on membrane aeration and 17% for biology aeration [KRZEMIŃSKI et al. 2012] . According to data concerning municipal MBRs working on a full scale, the average annual electric energy consumption oscillates between: 0.8- ) decreases with increasing inflow. Therefore, it is difficult to compare small and large wastewater treatment plants only on the basis of the average annual electric energy consumption [SINGH et al. 2012 ].
An electric energy consumption analysis was performed according to the data registered by controlmeasurement equipment and automatic devices located in the technical room of the Głogów Małopolski wastewater treatment plant. The analysis covered monthly and daily reports from the year 2016. Figure 1 A comparison with the data concerning the average annual electricity consumption in conventional biological wastewater treatment in Poland and MBR systems in different countries indicates that the Głogów Małopolski installation operates correctly. However, it does not mean that MBR solutions are cheaper than the conventional ones. The full picture could only be obtained by including the cost of exploitation, in particular the cost of cleaning or replacing membranes as well as the consumption of chemicals used for cleaning, which could be calculated only after several years of exploitation.
EXPLOITATION PROBLEMS
Decreasing efficiency of wastewater treatment and increasing electricity consumption can indicate fouling problems. At the analysed wastewater treatment plant some preventive methods are used. One of the methods for countering biofouling is backflushing, whose frequency varies according to needs. This process is based on flushing permeate in the direction opposite to the regular work of the installation and is integrated with the relaxation phase, during which filtration is stopped to free the membrane from the generated pressure. Moreover, combination of air-and waterflushing solution is used. Another method is chemical cleaning, which uses citric acid and sodium hypochlorite. Chemical cleaning is very efficient, but its frequent and intensive use reduces the lifespan of the membrane [KRZEMIŃSKI et al. 2017] . In order to limit this effect, the capillaries float freely in the wastewater and are cyclically cleaned with a stream of air blown from underneath the membrane.
The problem of membranes fouling appeared at the wastewater treatment plant in Głogów Małopolski after 3 years of exploitation, despite a number of operations for the maintenance of a good efficiency system (Photo 5a). Decreasing flux was the reason for taking the manual cleaning process. This process was time-consuming, due to the need to remove the sediment from each fiber separately. After the cleaning process, some fibers were changed colors (Photo 5b) and some were damaged because of the fine structure of the membrane layer (Photo 5c). It can be concluded that after the manual cleaning process the performance of the membranes decreases. In addition, during the cleaning period the MBR reactor must be taken out of service. Depending on the condition of the membranes, after approx. 7 years of operation, membrane replacement is required. Replacement of one fiber sheet is about 3 thous. EUR. Considering that the presented system consists of 48 cassettes the purchase of new membranes generates huge costs. 
CONCLUSIONS
The MBR technology is an efficient solution that does not entail high energy consumption in comparison with traditional installations. The conducted research indicates high efficiency of domestic wastewater treatment, although the concentration of nitrogen and phosphorus compounds in industrial wastewater should be closely monitored.
Using membrane bioreactors on a wider scale is limited by the exploitation cost of the membrane modules. Despite constant improvements and changes, challenges are still posed by aspects pertaining to production stability as well as efficient and energy-saving procedures of cleaning membranes due to their fouling.
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